
 
 

                                                                                                                   
 

Email: eurosafe@eurosafeuk.co.uk 
York      |     Birmingham     |     Bristol      |      Brighton     |      London     |     Sheffield 

Tel: 01904 691 515 
 

Tersus Consultancy Limited Trading as Eurosafe UK Co. Reg. No. 01912115. 
Registered Office: 20 Grosvenor Place London SW1X 7HN 

 

 

 

 
 
                                                                

 

 
 

 
 

 
                                 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
       

Assessed by: Vincent Kain Checked by: Darren Blackburn 

Date assessed: 8th November 2022 Date checked: 15th November 2022 

Review date: 8th November 2027 Project Number: 87081 

FIRE RISK ASSESSMENT REPORT 
on behalf of Colchester Borough Homes 

 
for 

 
31-33 Swallowdale 

Colchester 
CO2 8BD 

 
 

 



 

 

                                                                                                                                        Page 2 of 37 
 

FIRE RISK ASSESSMENT REPORT 87081 

 
Colchester Borough Homes: 31-33 Swallowdale 

 
Contents 
 
1. Introduction 
 
2. Risk Assessment Conclusion 

 
3. Significant Findings/Action Plan 

 
4. Identifying People at Risk 

 
5. Fire Hazards and Their Elimination or Control 

 
6. Fire Protection Measures 

 
7. Management of Fire Safety  

 
8. Appendices 

 

Appendix A – Drawing(s) 

Appendix B – BAFE Certificate 

Appendix C – Notes 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Copyright Tersus Consultancy Ltd trading as Eurosafe UK 
 
All rights reserved. No part of this publication, neither the printed copy nor the electronic file, in whole or in part, may be reproduced or transmitted in any form or by any 
means, electronic or mechanical, including transmittal by email, by file transfer protocol (ftp), through access by network, by photocopying by recording, or by any information 
storage and retrieval system, without written permission from Tersus Consultancy Ltd. the parties stated in this document at the location herein may only use this publication 
and copies there internally. 

 
  



 

 

                                                                                                                                        Page 3 of 37 
 

FIRE RISK ASSESSMENT REPORT 87081 

 
Colchester Borough Homes: 31-33 Swallowdale 

PREFACE/CONTACTS 

CLIENT 
Client: Colchester Borough Homes 
 
Client Contact: David Barthram 
 
Telephone: 07961 797 694 
 
Responsible Person: Philip Sullivan 
 
SITE 
Site: 31-33 Swallowdale, Colchester, CO2 8BD 
 
Site Contact & Role: No on site staff 
 
Site Telephone: Not applicable 
 
FIRE RISK ASSESSOR 
Eurosafe UK Address: Eurosafe House, Centurion Park, York, YO30 4RY 
 
Telephone: 01904 691 515 
 
E-mail: enquiries@eurosafeuk.co.uk 
 
 
Risk Assessment Consultant: Vincent Kain 
 
Reviewed by: Darren Blackburn 
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SECTION 1 - INTRODUCTION 

The purpose of this report is to provide an assessment of the risk to life from fire in these premises 
and, where appropriate, to make recommendations to ensure compliance with fire safety legislation. 
The report does not address the risk to property or business continuity. 
 
This report relates to the Fire Risk Assessment carried out at 31-33 Swallowdale. The survey was 
conducted by Vincent Kain of Eurosafe UK on 8th November 2022 on behalf of Colchester Borough 
Homes. 
 

Risk Assessment Type: 

Type 1 - common parts only (non-intrusive) 

Restriction and Exclusions: 

This is a Type 1 fire risk assessment and does not include any destructive or intrusive testing of 
passive fire safety precautions.   
Flats were not inspected as access could not be gained.   
The roof space was not accessed as there was no communal hatch.  
 

Nature of Occupancy: 

31-33 Swallowdale is a general needs low rise block. This definition applies as the building is up to 
and including four floors only. 
 
The use of the building is that of general needs residential accommodation. The building is a two-
storey block that contains three flats. Taking each floor to be 3 meters the approximate building 
height to the uppermost occupied floor surface is approximately 3 meters. The overall building height 
is approximately 4.5 meters (including any basements). 
 

Layout and Construction: 

The construction period is understood to be circa 1980’s therefore will have been built to standards at 
the time.  
 
Traditional brick/concrete construction with concrete floors, stairs and pitched, tiled roof.  
 
The ground consists of wheelie bins, one flat, access to rear car park via an under croft, gas meter 
boxes, electrical intake cupboard and open access. The first floor consists of two flats. 
 
Fire Strategy: The design and construction for fire safety in the block is based around the 
principles of effective fire compartmentation. The strategy of the building is that of Stay Put. For this 
strategy to be effective the building relies upon sound construction that will offer a fire resistance to 
fire.  No common fire alarm is installed however it is understood that each flat is installed with smoke 
alarms.  When an effective 'Stay Put' policy is put into effect, it's to keep people safe when they are 
not in an area directly affected by the fire. If a fire is not in their flat, residents should stay inside with 
the doors and the windows closed. 
 

The number of people typically present on site is: 6 

The maximum number of employees present at any one time is approximately: 0 

The maximum number of sleeping occupants at any one time is approximately: 6 

The number of people with impaired mobility: Unknown 

The number of lone workers at any one time is approximately: 0 

The maximum number of young person’s employed present at any one time is 
approximately: 
 

0 
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Fire Loss: 

No previous fire loss information has been given prior to inspection. 
 
The assessor was not made aware of any history of fire within the premises. 
 

Basis of Assessment and Limitations/Caveats 

The purpose of this report is to provide an assessment of the risk to life from fire in these premises 
based on site conditions and fire safety management.  
 
The Fire Risk Assessment is subjective and for guidance only. All hazards and deficiencies identified 
in this report should be addressed by implementing all recommendations contained in the following 
action plan.  
 
The Report is based on information obtained from the assessed areas during the inspection and 
verbal or documented information supplied by the Client or their representative. The report does not 
reflect any areas, activities or processes that the assessor was not made aware of, it should be noted 
that random assessment/sampling might have been used to obtain information to make informal 
judgements pertinent to the risk assessment, in order to establish a comprehensive overview of 
existing conditions. 
 
Unless information is provided to the assessor no assessment can be made of the combustibility or 
fire protection performance of any façade materials including, but not limited to, external cladding and 
associated core, filler and insulation plus any signage and associated insulation. As such the 
assessor accepts no liability for any loss, damage or other liability directly or indirectly arising as a 
result of the combustibility or fire protection performance of any façade materials. It should be noted 
that the assessment does not include a full survey of all fire doors in the premises, but representative 
visual assessment only of fire doors. 
 
Whilst every effort has been made to ensure the accuracy of the content of this document, Eurosafe 
UK will accept no responsibility for any omissions as a result of limitations on access or information 
not supplied by the Client or occupier. 
 
In accordance with Regulatory Reform (Fire Safety) Order 2005; this risk assessment must be 
reviewed regularly and/or whenever there is reason to believe this assessment may no longer be 
valid. 
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SECTION 2 – ASSESSMENT CONCLUSION 

In accordance with Regulatory Reform (Fire Safety) Order 2005 a risk assessment must be carried 
out (recorded when there are five or more persons employed). It is advised that this risk assessment 
is reviewed regularly or whenever there is reason to believe that this assessment is no longer valid.  
We strongly recommend that regular review meetings are arranged to ensure the necessary remedial 
actions are completed and that changes to workplace activities are reviewed. 
 

Observations: 

Records onsite show that the fixed wiring within the building was last inspected on 14/12/2018.       
This has not exceeded the 5yr cyclical inspection for installations. Items were seen on the first-floor 
communal area. There is emergency lighting on stairwell from first floor to ground floor. There 
appears to be uPVC cladding on the under croft. 
 
The strategy of the building is that of Stay Put. For this strategy to be effective the building relies 
upon sound construction that will offer a fire resistance to fire. No common fire alarm is installed 
however it is understood that each flat is installed with smoke alarms. When an effective 'Stay Put' 
policy is put into effect, it's to keep people safe when they are not in an area directly affected by the 
fire. If a fire is not in their flat, residents should stay inside with the doors and the windows closed. 
 
A site inspection was carried out. Any inaccessible areas during this assessment are detailed within 
an earlier section of this fire risk assessment. Please note: Several actions have been raised so 
accordingly this fire risk assessment is intended to be a working document that can be used to guide 
improving compliance and maintaining fire safety standards. Following this, risk assessment 
measures must be taken to implement effective, preventative, and protective control measures to 
reduce the risks identified, as well as maintaining ongoing 'general' fire precautions. 
 
Acknowledgement: Descriptions and other relevant information provided by Colchester Borough 
Homes have been utilised to build the background for this fire risk assessment. The overall risk rating 
for the building is Moderate. Further reasons for this are outlined in Section 3. 
 

Risk Level: 
 

Risk Level Action and Timescale 

Trivial No action is required, and no detailed records need be kept. 

Tolerable 
No major additional fire precautions required. However, there might be a need 

for reasonably practicable improvements that involve minor or limited cost. 

Moderate 

It is essential that efforts are made to reduce the risk. Risk reduction 
measures, which should take cost into account, should be implemented within 
a define time period. Where moderate risk is associated with consequences 

that constitute extreme harm, further assessment might be required to 
establish more precisely the likelihood of harm as a basis for determining the 

priority for improved control measures. 

Substantial 
Considerable resources might have to be allocated to reduce the risk. If the 
premises are unoccupied, it should not be occupied until the risk has been 

reduced. If the premises are occupied, urgent action should be taken. 

Intolerable Premises (or relevant area) should not be occupied until the risk is reduced. 
 
 

Risk Area Intolerable Substantial Moderate Tolerable Trivial 

Identifying 
People at Risk 

     

Fire Hazards      

Fire Protection 
Measures 

     

Management 
of Fire Safety 

     

Overall Moderate  
On completion of the necessary remedial tasks outlined in Section 3, the existing risk factors 
highlighted within this report should be significantly reduced.   
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SECTION 3 – SIGNIFICANT FINDINGS/ACTION PLAN 

It is considered that the following action points should be implemented in order to reduce risk from 
fire. The timescales for the completion of the action points is determined by the priority rating. The 
timescales below are for guidance only, it is recommended that action points are completed 
according to their risk rating, as follows: The above timescales are given only as a guide to assist 
implementation, although it is recommended that the work be carried out as soon as reasonably 
practicable. 
 
Advisory:         A recommendation offered as a guide to meet best practice. 
 
Low:  Poor practices or features that, whilst not presenting an immediate increased risk to 

life safety, would increase overall fire safety when implemented. Also includes 
provision of practices and features that are favourable but may exceed the minimum 
adequate standards as defined by the Regulatory Reform (Fire Safety) Order 2005. 
Improvements should be made within the next 3 to 6 months. 

 
Medium:  A breach of the fire safety legislation or inadequate control measures as identified by 

the Fire Risk Assessment. It is essential that action is taken to reduce the level of risk 
within the next 4 weeks. 

 
High:   A serious breach of the fire legislation which may result in serious injury or death of 

the occupants of the building and could result in legal action being taken by the 
enforcing authority against the responsible person. Urgent remedial action is 
necessary to significantly reduce the level of risk 

 

Hazard: Arson Priority: Medium 

Issue Ref: ES/87081/001 

 

Significant Findings: Gas box at the front of the property has 
broken/removed front exposing the gas meter. 
  

Action Required: Gas box front to be repaired/replaced as this 
can reduce the risk of Arson due to reducing unauthorised access.  

Actioned by:  Date of Action:  

Comments Following Action:  

 
  

 

 
 
 




